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1" DIAMETER ASSEMBLY (AS REQ’D)

STEM EXTENSION

10 GUAGE WIRE FOR ALL PVC MAIN
AND DIP 10" OR LARGER. WATERPROOF
CONNECTORS ON ALL SPLICES

VALVE BOX ADAPTOR FOR

MUELLER OR CLOW

~ VALVE SHALL BE
MUELLER OR CLOW

"] OR APPROVED EQUIVALENT

NOTES:
1. CONCRETE COLLAR SHALL BE

INSTALLED UNLESS APPROVED BY

CITY ENGINEER
2. NEW CONSTRUCTION IN CITY R.O.W.
SHALL USE CONCRETE COLLAR
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